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11 TRANSFORMERS ARE MANUFACTURED AND TESTED PER APPLICABLE ANSI, NEMA AND IEEE STDS, LATEST REVISION.

2} UNLESS OTHERVWISE SPECIFIED, ALL DIMENSIONS ARE N INCHES WITH + 14" TOLERANCE. 5 =
o TRAMSFORNER B UL & G LESTED AND LABELED, FAGE, OF  [SCALE g | TITLE TRANSFORMER OUTLINE DRY TYPE EICUTDO0R
&) DOE 2018, 10CFR 431 EFFICIERCY - 75 KA TRANSFORMER MEET OR EXCEED EFFICIENCY = 38.6% @& T5°C @ 35% LOAD BY DATE GENERAL PURPOSE, CASE B+ [ INDOOR
5] TRANSFORMER 15 DESIGNED FOR INDOOR [MEMA 1) AND OUTDOOR (NEM 3R] APPLICATION CADD: HM 0EENT CAD NO o
6] TRANSFORMER NOT TO BE INSTALLED IN PUBLIC ACCESS AREAS OTHERWISE IT MUST BE FENCED OR ISCLATED.
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10 TAG: -

VA TS
HIGH WOLTAGE: 480 DELTA
LOW VOLTAGE: 208YM20
HY TAPS:
HWHWBIL: 10
LKW BIL 10
PHASE: 23
FREG-HZ: 80
TEMP RISE-"C. 150
COOLING CLASE  AA
INSLILATION CLARS  220°C
WINDING COND:  COPPER
PAINTICOATING:  ANSI 51 GRAY
APPRE WT-LESMGES: G458
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